2" X 2" WoOD POST 2’
ABOVE GRADE

\ CONNECT TRACER WIRE

WITH BRASS GROUND
CLAMP TO STAND PIPE

CURB STOP AND BOX
SPEC. FOR TYPE

1" POLYCAM FLARED NUT,
SERIES 914

1” CORPORATION STOP TO
BE INSTALLED INTO THE
TOP OF PIPE WITHIN 2’ OF
PLUG
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7.5 MIN.

L fe————— 8" X 4" X 2" CONCRETE
BRICK SUPPORT

f

VAR‘lES C—-900 & C-
WATERMAIN

905

o s e Y |~———  MANHOLE BLOCK SUPPORT
T0 UNDISTURBED SOIL

NOTE

PLUG WITH FITTING RESTRAINTS

ALL STUBS SHALL BE RODDED OR SECURED FOR THE LAST 60 FEET OR BACK TO THE TEE
WHICHEVER IS ACHIEVED FIRST
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